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NURSE CALL SYSTEMS 

DESIGN GUIDELINES 

1. Summary: 

a. This section provides guidelines and standards for Nurse Call Systems.  

2. Design: 

a. Coordinate with owner for specific needs.  

b. Stand alone or networked systems shall be determined on a case by case basis with 
consultation with owner.  

c. Nurse call systems shall be powered from an emergency panel circuit unless existing 
building is not equipped with an Emergency Generator and approved by WUSM. 

3. Related Sections 

a. Building Wire and Cable 

b. Conduits, Fittings and Boxes 

EQUIPMENT and PRODUCT REQUIREMENTS 

1. Security System 

a. Approved Manufacturers: 

• As approved by owner. 

END OF SECTION 
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