1. Ceilings shall be located over corridor or walkway. Shall not be over cubicle, office, conference room, etc.

2. Provide turning vanes in all mitered elbows.

3. See architectural drawings for wall device locations at offices, conference room/meeting/training rooms.
1. SPANDREL GLASS 3'6" ABOVE FLOOR.
2. TRANSFER DUCTS.
3. WALKWAY. SHALL NOT BE OVER CUBICLE, OFFICE, ROOM/MEETING/TRAINING ROOMS.
GENERAL NOTES:

1. SPANDREL GLASS 3’6” ABOVE FLOOR.

2. CEILINGS SHALL BE LOCATED OVER CORRIDOR OR WALKWAY. SHALL NOT BE OVER CUBICLE, OFFICE, CONFERENCE ROOM, ETC.

3. SEE ARCHITECTURAL DRAWINGS FOR WALL DEVICE LOCATIONS AT OFFICES, CONFERENCE ROOM/MEETING/TRAINING ROOMS.
7.3

SPANDREL GLASS 3'6" ABOVE FLOOR.

2.

VAV BOXES AND OTHER EQUIPMENT ABOVE CONFERENCE ROOM, ETC.

5.

KEYNOTES: