PLUMBING GENERAL REQUIREMENTS

DESIGN GUIDELINES

1. Vibration Isolation
   a. Plumbing equipment and systems shall be designed so that vibration is not transmitted to the building.

2. Fuel Storage
   a. Any flammable storage needs to be coordinated with EH&S requirements.

3. Seismic / vibration isolation
   a. Provide seismic isolation code block summary on Plumbing drawings.

END OF SECTION